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Ross Hill Academy
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of Ross
Hill Academy, 3111 Elmwood Detroit M1, on July 13th, 2016. The sample results
taken in conjunction with this investigation are also presented on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Dorothy J.
Smith on July 12, 2016. ~

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff,

2.2 LABORATORY TESTING

2.2.1. General 4 f

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1).
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters onica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M1 48203
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APPENDIX 1
Laboratory Results and Chain of Custody

17800 Woodward Ave Suite 200
Detroit, MI 48203



Laboratory ID: 0055 : National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 368026
712612016
Customer:  G. S. Group Source: Ross Hill Academy, S-01-GBF-01-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State:M|

Date/Time Received:  7/15/2016 13:58
Collected by: M. Etters
The results herein conform to TN and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reporied as U.S. Eastemn Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {(MCL) or one of the Standards of
Qualily.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard”  This column indicales either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

“LRL" This column indicates the Lower Reporting Limit, which Is the lowest level that the laboratory can detect a contaminant.

“DE This column indicates the contaminant dilution factor.

Report Notes:

Fedld# Contaminant

Inorganic Analytes - Métats

These test results may be used for compliance purpose as required.

{Analyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wrilten approval of National Testing Laboratones, Ltd.
Page 1 of 1 358026 Lead Oniy Date Pninted: 7/26/2016 3:54:11 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
. 556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 368027
7126/2016
Customer: G, S. Group Source: Ross Hill Academy, S-01-GBF-01-F
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mt 48203 Source State:M!

Date/Time Received:  7/15/2016 13:58
Collected by: M. Elters
The results herein conform to TN and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S, Eastem Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND” This contaminant was not detected at or above our lower reporting fimit (LRL)

"NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards. 7

"LRL"” This column indicates the Lower Reporting Limil, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

. ‘,:bétéiﬁma““ .

Fedld# Contaminant ate/Time

inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

{Analyst 1 Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358027 Lead COnly Date Printed: 7/26/2016 3.54:12 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358024
712612016
Customer:  G. S. Group Source: Ross Hill Academy, S-01-BBF-02-P
Monica Starks .
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State: Ml

Date/Time Received:  7/15/2016 13:58
Collected by: M. Etters
The resulls herein conform to TNI and ISOEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the reporl. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Easlern Time.
Legend:

Any 'Level Delected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
CQuality.

"ND" This contaminant was not detected at or above our lower reporting fimit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporling Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standed  Units LRL  levl  DF DaeTme  Date  DaefTime

inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

IAnalyst Tests
(EC 200.8

H

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Tesling Laboratories, Lid.
Page 1 of 1 358024 Lead Only Date Printed: 7/26/2016 3.54:10 PM



Laboralory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 368025
7126/2016
Customer:  G. S. Group Source: Ross Hill Academy, S-01-BBF-02-F
Monica Starks
17800 Woodward Ave #200 Source City: Detroit
Detroit, Ml 48203 Source State: Ml

Date/Time Received:  7/15/2016 13:58
Cotllected by: M. Elters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Delected’ marked with an asterisk {*} indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality,

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

“NA™ Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF” This column indicates the contaminant dilution factor.

Report Notes:

Fedld# Contaminant

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

alyst Tesls
EC 200.8

‘James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 358025 Lead Only Date Printed: 7/26/2016 3:64:11 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax; (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 368022
712612016
Customer:  G. S. Group Source: Ross Hill Academy, S-01-WC-03-P
Monica Starks .
17800 Woodward Ave #200 Source City: Detroit
Detroit, M 48203 Source State: Ml

Date/Time Received:  7/15/2016 13:58
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reporied as U.S. Eastemn Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates thal the value has exceeded the EPA Maximum Contaminant Leve! (MCL) or one of the Standards of
Quality.

"ND" This contarninant was not detected at or above our lower reporting limit (LRL)

“NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can delect a contaminant.

"DF" This column indicates the contaminant difution factor.

Report Notes:

 Datemme
o foaped

Fedld# Contamnant  Method Standard  Units

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

Analyst Tests
EC 200.8

James Abston, Operations Manager

This report cannof be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358022 Lead Only Date Printed: 7/26/2016 3.54:09 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfiald, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 368023
7126/2016
Customer:  G. S. Group Source:  Ross Hill Academy, S-01-WGC-03-F
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: Ml

Date/Time Received:  7/15/2016 13:58
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resuits are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND™ This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporling Limit, which is the lowest level that the laboratory can detect a contaminant.

“DF" This column indicates the contaminant dilution factor.

Report Notes:

Fedld# Contaminant

inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

iAnalyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wrilten approval of National Testing Laboratories, Ltd,
Page 1 of 1 358023 Lead Only Date Printed: 7/26/2016 3:54:10 PM




General (‘JOrr”xplia"“w

Vational Testing 0
Labaramﬂes, Ltd Order Number: 2077784 SR
- Order Date: 05/20/2016 |
QualityWatsr Analyis Sample Number LR
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit -‘&‘f Ml 48203 Payment §:
i },z\&\w Check #:

Date Sample Ji 7, 5; 1%}

Time Sampled D‘Q Om Piease Use Mittary Time. e.g 300pm = 1500

ST [JCcsTIMST[]PST,

4 ?055 H’\ I Atackan A

BIN Elpspod

gEmiumber; O\ b~c‘ 70~ %—O%%

PWS 10¥ (if applicable)

D/w‘,

Sample ID or Source: SO | - CS,}SE» 01 "?

Source Type: [7] Spring [ well Municipal [] Surface
[J Other.

i

City & State: D&W % ;

(if Différent th Above}
Sample Collected ?ij 4<;_7

Signatura)
Sample Collected By H ‘C/L\i&,f b—:H'Z%

(Pleasa Prnt)

Form Completed By: {K{lﬂ;uw, ﬁh LS

Ada

al Co mo:;t;z .

Lab Commonts/Special Instructions:

State Forms:

Lab Semple Information:
Date Received:_ 7 1 J35 116

e

Time Recelved:_| 5
Received By: L2>

[} sample receipt critena checked & acceptable.
viations from acceplable semple receipt critena noted
on PSA form.

15

L&c{ iS4 S{&v(

Y

INMCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




National Testing
| &amratones Ltd

Quahzy WW Analym

1-800-458-3330 Product:

Sample Paid: No

Sold To: \\m TSR: EF
G. S. Group . ‘\\3 ¢

Monica Starks {g’v \

17800 Woodward Ave{;({\ R

Detroit {)\

0
5 \m\t;\ Mi 48203
\ -3

71316

Time Sampl gﬁ'g{i : _§\3 Please Use Mitery Time, e g 3 00pm = 15 00
Check Time Zone @%‘r [Jcst [} MST ]PST,
‘ bi‘)s g Cc«!wzi

Date Samplad

Order Number:
Order Date:
Sample Number:

General Compliance

2077784
05/20/12016

UIE R

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:

Payment §:

Check #:

501 Bl

%2~ 122~ B068

Emn Number:

PWS ID# (if applicable): D/A»

Sol-GeF-o1-f

Sample 1D or Source:

Lab Comments/Special Instructions:

State Forms:

Source Type: [7] Spang [J Well Wnnieipai [] Surface
{71 Other

Clty & State:

(’”)@lé&fﬁﬂf n Abova)
Sample Collected ﬁw ““““““““

t (M&mf})’ 4
mple Collected By: i/._.)

(Pleasa Print)

Form Completed By: ‘ ‘((’, @ﬁ"‘[ }'S

Lab Sample tnformation:

Date Recelved:__ 71 4 IS 1 &
Time Recsived: l% : Sf‘,
Received By:_ A D

[ Sample receipt criteria chacked & acceptabls.

ﬁpewatmns from acceptable sample receipt critena noted
on PSA form.

F &

s S(é)&’(’ Q\“" ‘:_S L$ grvh»{){? '-H(_} ¢U5L~.

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

ational Testing
Laboratﬁﬂes Ltd Order Number: 2077784
: Order Date: 05/20/2016
Quald}' Wﬂ&*’ AWM Sample Number;
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
. G. 8 Group For Laboratory Use ONLY
Monica Starks Lab Accounting Informatlon:
17800 Woodward
Detroit “*z» Mi 48203 Payment §:
ﬁ \%\\‘Q Check #:

%‘) &’\‘ Lab Comments/Special Instructions:

BPate Sample 7 3 I l-

Time 33??‘:W%€ffpw.ucfwgm, Pieass Use Miilery Time. e g 3°00pm = 15.00
Check Time Zone: [BfEST [7]CST[MST[]PST

Koss Hhi M‘wz

B Elmeed
B Number; 3 3 — ‘?ZZ»— %()%g

D4

S-01-BB F-o2—y

[ Seang [ Wetl  fhunicipal [ Surface

PWE 1D# (I applicable):

Sample 1D or Source:

Source Typs:
7] Other

2
~

-

At

] Diffemfrt than Above)

Sample Collected By: MM}Q.

- (ana!um) .
Sample Collected 8y: H ( + 5

{Plaase Print)
“iehd chd Gty i

Ciy & State:

Form Completed By:

State Forms:
Lab Sample Information:
Date Recelved;__/_/ S 4 I

Time Recelved:_J3 : S8

Received By:__/ %,

{7}, Sample recaipt criteria chacked & acceptable.

Deviations from accapiable sample receipt criteria noted
on PBA form.

s"-‘i%’“‘“‘f"“

L : . -
S~ s é‘m}% # 2

‘.

Qaam %%LJ s a )Laa/

n’”& /e

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




ational Testing General Compliance

Lab&ramnes, Ltd Order Number: 2077784 U589
. Order Date: 05/20/2016 | <
Quality aiar Ay Sample Number. EHEIEHI@!@HIEIE
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Payment §:

Ml 48203

Detroit d
M : Check &

Lab Comments/Speoial Instructions:

MST [] PST

Aw
: m LD@QJ
o %um&}ér:‘ %}3 0] ZZ - %OSS

PWS 1D# (if applicable): V‘) / IA State Forms:

Sample 1D or Source: S —Ol- BBF’" 0~ F
LabSlmpb!nfomaﬂm
Sowrce Type: [ Spring [ wet Bliunicipal [J Surfacs Date Received:_/ | [,z ! l
[} Other:
Time Recelved:_| % _: SR

i3 ? i) ?
City & State: 9,{? 0. Received By:_|f)

NG u&femm m Above) :
[} sampie receipt criteria checked & acceptable
Sample Collected By: M.Dsmﬁons from accaptable sample receipt criteria noted
on PSA form

(Qfgnatm)
Sample Collected By: M M t"h‘?{ 63

{Please Print)

Form Completed By; H?CJW %&lé\

dii\«é:mr ”4“’?"" (’”MC’ fﬁ & g(‘l\m{ ~ /f\,r‘f) i’fa f%a.ug}i # Z}

?UQQ\ Sernitls,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



ational Testing
Labaratarses, &.td Order Number:
: S Order Date:

Quahiy Water Am@/m

1-800-458-3330 Product:

Sample Pald: No

TSR: EF
Sold To: R

G. 8. Group
Monica Starks
17800 Woodward Ave

Detroit (&}
k\‘

Date Samp?&ﬁ&? { 13 /L“

Mi 48203

_______________ Please Use Miltary Time, e g 3 00pm = 15,00
Check Time Zone. m@m JestJwmst[JP

55 bt

’ QLJLWJMMA
2)\%- 927 - BOSS

O
i
Sample 1D or Source: S - (- WC- 0% ?

Source Type: [] Spring [7] Well nicipal [7] Surface
[ Other:

City & State: (9{)1 ;@A’

af

Bz iumber:

PYWES 1D# (If applicable):

{if Duffamm than Above)
Sample Collected ﬁw‘b K
(ngnatura)
Sample Collected By: &/\ dw{’ é;'ﬁ?
(Please Print)

Form Completed 8y: bM‘?‘q ‘ f”’;ﬁ 7S

Sample Number:

General Compliance

2077784
052012016  * "

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:
Payment §:

Check #:

Lab Commonts/Spaoial Instructions:

State Forms:

Lab Sample Information:
Date Recelved:___ ¢ ( [S 1 Hp
Time Received: |3 : &

Recelved By: @

] Sampls receipt criteria checked & acceptable.

Deviations from acceptable sample receipt criteria noted
on PSA form.

‘t’;(ﬁ‘}‘ o VT DAY

» '%“"?1“}@ o Sclnol,

’fuis (s %"”"?" <

IMCOMPLETE INFORMATIO

N MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




Gen

eral Compliance

Order Number: 2077784
Order Date: 05/20/2016
Sample Number:
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting information:
17800 Woodward Ave :
Detroit ﬁ MI 48203 Payment $:
\? A Lab CommontsiSpooial Instructions:

Check Time Zoner TjesTmsT]

95 ML MLM
2 Blmwesd
BN umber: 5!3« 62«2’%{?%

Ol

PWE 1D# {if applicable):

State Forms:

Sample 1D or Source: &~ We-63 - F

Source Type: [7] Spring [] Well Mﬂunicipai [ Surface

[ Other
ML

Clty & State: %d

{f Dsﬁimm lhan Abl—)

(Signatum)

Sample Collects {é

Received By:

Lab Semple information:
Date Received:___J /(S s

Time Recelved: l ,3 : § Q

11

[ Sample receipt criteria checked & acceptable.

Deviations from accaptable sample recalpt criteria noted
on PSA form.

Mm Eltes

{Plaase Print)

NMichd Bas

Sample Collected By:

Form Completed By:

R Teeohin Sy

Ll & a S,ﬁoo{,(‘“

by

s je Sodll #2_F

eIt

INCOMPLETE INFORMATION MAY DELAY ANALYSIS

AND/OR INVALIDATE RESULTS




